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CUSTOMER NAME: FLOORCO TRADING LTD.

ADDRESS: 118 CARBINE ROAD, MT WELLINGTON, AUCKLAND, NEW 

ZEALAND

Sample Name : Floorco Rustic Tiles

Product Specification : 200*150mm

Above information and sample(s) was/were submitted and confirmed by the client. SGS, however, 
assumes no responsibility to verify the accuracy, adequacy and completeness of the sample 
information provided by client.

***********
Date of Receipt : 2023-12-07

Testing Period : 2023-12-07 ~ 2023-12-13

Test result(s)   : For further details, please refer to the following page(s)
(Unless otherwise stated the results shown in this test report refer only 
to the sample(s) tested)

Signed for
SGS-CSTC Standards Technical 
Services Co., Ltd. Guangzhou 
Branch.

Tobby Yang
Authorized signatory
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Summary of Results:

No. Test Item Test Method Result Conclusion 

1 Wet Pendulum Test AS 4586-2013 Annex A SRV: 56 N/A

Pass : Meet the requirements;

Fail : Does not meet the requirements;

Note:

N/A : Not Apply to the judgment.

Original Sample Photo:

Sample
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Test Item: Wet Pendulum Test

Sample Description: See photo.

Test Method: AS 4586-2013 Annex A

Test Condition: 

Specimen: 200mm×150mm×9.0mm, 5pcs

Wet condition: Saturate the surface of specimen with water.

Type of slider: Slider 55

Sliding length: 126mm

Test direction: see photo

Test Result: 

Test Item Result

Slip resistance value

(SRV)
Ave.: 56

********End of report********
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